


1 2 3
10/1/2013 Off Off Off 6:30 6:30 66 0.05 7.21 7.06 7.12 SH SH
10/2/2013 Off Off Off 10:00 10:05 66 0.04 7.30 7.21 7.24 SH SH
10/3/2013 Off Off Off 8:45 8:50 68 0.04 7.25 7.17 7.15 SH SH
10/4/2013 Off Off Off 9:00 9:05 68 0.04 7.21 7.19 7.15 SH SH
10/5/2013 Off Off Off 7:45 7:55 68 0.06 7.48 7.56 7.52 TR TR
10/6/2013 Off Off Off 9:00 9:10 66 0.05 7.38 7.47 7.51 GF GF
10/7/2013 Off Off Off 10:00 10:05 66 0.04 7.27 7.17 7.11 SH SH
10/8/2013 Off Off Off 7:30 7:35 66 0.03 7.28 7.23 7.28 MP MP
10/9/2013 Off Off Off 11:25 11;30 64 0.04 7.31 7.18 7.21 MP MP
10/10/2013 Off Off Off 10:30 10:40 64 0.06 7.28 7.32 7.41 MP MP
10/11/2013 Off Off Off 6:00 6:10 66 0.06 7.33 7.34 7.38 GF GF
10/12/2013 Off Off Off RA RA
10/13/2013 Off Off Off RA RA
10/14/2013 Off Off Off SH SH
10/15/2013 Off Off Off RA RA
10/16/2013 Off Off Off 8:00 8:10 66 0.06 7.38 7.33 7.39 RA RA
10/17/2013 Off Off Off 6:30 6:40 66 0.05 7.32 7.29 7.35 RA RA
10/18/2013 Off Off Off 8:00 8:10 66 0.04 7.35 7.30 7.30 RA RA
10/19/2013 Off Off Off 10:40 10:45 63 0.06 7.43 7.44 7.41 SH SH
10/20/2013 Off Off Off 7:05 7:10 63 0.09 7.58 7.59 7.61 MP MP
10/21/2013 Off Off Off 10:15 10:25 63 0.06 7.61 7.58 7.59 MP MP
10/22/2013 Off Off Off 10:30 10:35 64 0.06 7.31 7.68 7.72 MP MP
10/23/2013 Off Off Off 9:25 9:30 59 0.10 8.01 7.96 7.94 MP MP
10/24/2013 Off Off Off 7:30 7:35 59 0.90 7.88 7.91 7.87 MP MP
10/25/2013 Off Off Off 9:30 9:35 58 0.80 7.68 7.73 7.76 MP MP
10/26/2013 Off Off Off 8:10 8:15 58 0.05 7.25 7.15 7.20 SH SH
10/27/2013 Off Off Off 8:00 8:10 58 0.06 7.36 7.35 7.33 MP MP
10/28/2013 Off Off Off 10:30 10:40 54 0.05 7.35 7.25 7.21 SH SH
10/29/2013 Off Off Off 9:35 9:40 54 0.04 7.51 7.44 7.41 SH SH
10/30/2013 Off Off Off 11:10 11:15 54 0.04 7.42 7.30 7.25 SH SH
10/31/2013 Off Off Off 11:45 11:50 54 0.05 7.36 7.24 7.18 SH SH

Mo Avg 0.11 7.4 7.4 7.39
Actual Limit MAX 0.90 8.0 8.0 7.94

Min pH 7.1 6.5 MIN 0.03 7.2 7.1 7.11
Max pH 8.0 9.0
Daily Avg. Temp. 68 NA
Daily Max Temp. 88 105
Inst. Max Delta T 18 20
Flow, Mo Avg 56 70
Flow, Daily Max 71 80
Chlorine, Mo Avg NA 0.1
Chlorine, Daily Max NA 0.1

 DMR Data for Outfall SUM-T

 Chlorine Pumps

Circulators not running
Circulators not running
Circulators not running
Circulators not running

NRG Kendall, LLC NPDES DMR Data
       Outfall SUM T --Condenser Cooling Water

Reporting Period -- October 2013

Date
Sample 

Time
Time of 
Analysis

Temp F    
(Influent)

TRC, mg/l 
Influent  (only 
when above 

50 F)
Name of 
Analyst

Outfall 002 
pH, Effluent 

(6.5)(9.0)
pH,  

Influent   

Outfall 001 
pH, Effluent  

(6.5)(9.0)
Name of 
Sampler



Kendall Cogeneration Station
265 First Street

Cambridge, MA 02142
T 617 679 4800   F 617 354 1301

NPDES Permit No. MA0004898

NRG Kendall, LLC

265 First Street, Cambridge, MA

Daily Flow and Temperature Summary ‐ October 2013

Outfall 001 through 004

Max Flow 

Rate (MGD)

Min Flow 

Rate (MGD)

Total Flow 

(MGD)

Maximum 

Delta T (F)

Average 

Delta T (F)

Maximum 

Outfall Temp. 

(F)

Average 

Outfall Temp. 

(F)

10/1/2013 71 71 71 14 0 76 66

10/2/2013 71 71 71 18 10 87 77

10/3/2013 71 71 71 17 15 87 83

10/4/2013 71 71 70 18 15 88 84

10/5/2013 71 49 49 17 0 83 68

10/6/2013 49 49 49 0 0 67 66

10/7/2013 71 49 66 18 11 86 78

10/8/2013 71 47 47 15 0 78 67

10/9/2013 71 47 66 0 0 66 65

10/10/2013 71 0 40 0 0 64 64

10/11/2013 0 0 0

10/12/2013 0 0 0

10/13/2013 0 0 0

10/14/2013 0 0 0

10/15/2013 0 0 0

10/16/2013 71 0 71 17 7 80 72

10/17/2013 71 71 71 17 15 81 77

10/18/2013 71 71 71 18 14 82 78

10/19/2013 71 71 71 15 2 79 64

10/20/2013 71 57 66 0 0 63 62

10/21/2013 71 57 71 17 10 79 71

10/22/2013 71 71 71 15 1 73 60

10/23/2013 71 71 71 16 10 76 70

10/24/2013 71 71 71 16 13 76 73

10/25/2013 71 71 71 16 9 75 67

10/26/2013 71 71 71 0 0 58 56

10/27/2013 71 71 71 0 0 55 54

10/28/2013 71 71 71 0 0 54 53

10/29/2013 71 71 71 0 0 52 52

10/30/2013 71 71 71 18 9 70 62

10/31/2013 71 71 71 18 14 69 66

Monthly  71 0 56 18 6 88 68

Circulators not running

Circulators not running

Circulators not running

Circulators not running

Circulators not running



Kendall Cogeneration Station
265 First Street

Cambridge, MA 02142
T 617 679 4800   F 617 354 1301

NPDES Permit No. MA0004898
NRG Kendall, LLC

265 First Street, Cambridge, MA
Daily Flow Summary ‐ October 2013

Outfall 005 through 007

Total Flow (MGD) Total Flow (MGD) Total Flow (MGD)

Outfall 005 Outfall 006 Outfall 007

Screenhouse No. 

1

Screenhouse No. 

2

Screenhouse No. 

3

10/1/2013 0.002 0.001 0.001

10/2/2013 0.001 0.001 0.002

10/3/2013 0.001 0.002 0.002

10/4/2013 0.002 0.002 0.001

10/5/2013 0.002 0.001 0.002

10/6/2013 0.002 0.001 0.002

10/7/2013 0.002 0.002 0.002

10/8/2013 0.002 0.002 0.002

10/9/2013 0.002 0.002 0.002

10/10/2013 0.002 0.002 0.002

10/11/2013 0.001 0.001 0.001

10/12/2013 0.000 0.000 0.000

10/13/2013 0.000 0.000 0.000

10/14/2013 0.000 0.000 0.000

10/15/2013 0.000 0.000 0.000

10/16/2013 0.001 0.001 0.001

10/17/2013 0.001 0.001 0.001

10/18/2013 0.002 0.001 0.001

10/19/2013 0.002 0.001 0.001

10/20/2013 0.002 0.002 0.002

10/21/2013 0.002 0.002 0.002

10/22/2013 0.002 0.002 0.002

10/23/2013 0.001 0.002 0.002

10/24/2013 0.001 0.002 0.002

10/25/2013 0.001 0.001 0.002

10/26/2013 0.002 0.002 0.002

10/27/2013 0.002 0.003 0.002

10/28/2013 0.002 0.003 0.002

10/29/2013 0.002 0.001 0.002

10/30/2013 0.001 0.001 0.002

10/31/2013 0.002 0.002 0.002

Monthly  0.002 0.003 0.002
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